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5.5.3 Thermal Distribution Design Load and Electricity Intensities, by Building Activity

Design Load Intensity End Use Intensity
(W/SF) (kWh/SF)

Education 0.5 1.3
Food Sales 1.1 6.4
Food Service 1.5 6.4
Health Care 1.5 5.6
Lodging 0.5 1.9
Mercantile and Service 0.9 2.7
Office 1.3 3.3
Public Assembly 1.2 3.0
Warehouse 0.4 1.8

All Buildings 1.0 2.8

Source(s): BTS/A.D. Little, Energy Consumption Characteristics of Commercial Building HVAC Systems, Volume II: Thermal Distribution, Auxiliary Equipment, 
and Ventilation, Oct. 1999, Table 5-11, p. 5-27.


